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Appplication Quick Start
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WPV

Winpower View

QR code

e Search the WinPower View in APP store or scan the QR code
for downloading and installing

e Register an account
. Loginthe APP
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Homepage
= My Devices ) = My Devices ®
SITE 1
UPs01
>
- o Oniine | G B0% | %5 60%
'n UPs02 y
Total On Battery | 8 30% |52 60%
30 Devices UPS03
o Oniine | i 100% | 5" 100% :
3 Sites
UPS04
>
W o e
UPSD5
N ontne & 100% | % 60% X
B nNormal 25 = Offline 1 STEZ
E Add Device
E Alarm 2 E Fault 2
=

Device WLAN Setting

(} Dashboard = Device List X Cancel

e View the status of added devices

e Tap the device bar to view details

e Long press the device bar to delete device
e Homepage

e Tap = to overlay navigation bar

e Tap @ to add device or configuration
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Select how to register your UPS

QR Code Scan
Scan the QR code printed on your UPS

QR Code Input
@ Manually input the QR code printed
CP10A0122220001 on your UPS

e Find the QR code on the machine

e Tap @ and select add device

e Select scan or enter the QR code
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e Connect the device to the network
e Power on

e Operate device's HMI, select loT function enabled
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Add Device

£ Add Device v

Please enter the device’s information.
The option with * is required.

*Mame UPs01
Description Your UPS Maodel
Location LA Office 2F Cabinet 3
*Choose site Site1 3

CP10AQD122220001 If no site or need a new site, please create a site
Mobe:

M want to view the device's data, it requires an asctive
internet conmection.

Step 1: Please check the device's network.

Step 2: Please operate the device's HMI and agree to Send
s dats o doud.

e Scan or enter the QR code
e Edit the device’s name and description
e Choose or create a site for the device

. Tap v to save the device
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Configuration

Awvallable wifi to push Into device

.~ @ = WLAN Name

Total ) = WLAN Name

30 pevices

O = WLAN Mame
3 Sites

Add Network

_ Connect device and push wifi settings
= Normal 25 = Offline 1

-
(=] Add Dewvice

="  Device WLAN Setting

X Cancel

e Tap ® and selecd device WLAN setting

e Select WLAN to configure the device
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Device Details

< upPsM : < UPs01
Site 1 : My site

Device No Internet Connection

An active imternet connection is
required to view device data

Check Internet and Agreement

Load 1B00W Connect Internet

i

Check the device’s network

Output 220V 50Hz  30A & Agree to send data to cloud
OCperete in the device's HM
Input 220V SOHz
Refresh
Load Segment 1 On

e View device detail data

¢ If no data, please check the device’s network and
loT status on its HMI

e Tap * toremove/rename device
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www.nextups.eu

Nagvigation Bar

Bertram Gilfoyle
Chief Systems Archibect

LCh My Devices
Schedules
Settings

About

@ @ & 0O

Help

st

e View device detail data
e Tap = on top left corner to overlay navigation bar

e Navigate to different areas
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Schedules
= Schedules @® <  Edit Schedule W
Elntimny Sl 1 Mame Battery Self Test 2
m fJ 30days - Test until 50% >
Siee
Start Time Dec 20, 2019 11:00 AM
Battery Self-test 2
m (A} 30days - Quick test >
Site? _ Ste Cocur Frequency 2 Months
Battery Self-test 3 Test Type Battery self  quick test -
m fJ 30days - Test for 904 >
Sipe 1. Site 2 . Sive 3 _ Site 4 _ Sipe 5
Devices
Battery Self-test 4
U ) A0days - Test urtil low > H SITE 2 i
Sire 1. 5ite 2 . Site 3 _Site 4 _Slte 5
SITE 3 -
Add Devices

e Accout setting

e Create/remove/edit site
e Invite/remove user

e Accout access control
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Settings
Setting f_ite Account
Site 2

My accout setting Email BertramGilfoyle@mail.com
Ermail BertramGilfoyle@mail.com e - Bertram Gilfoyle
e Name Bertram Gilfoyle '\. Phone Number +1(724)998-0938
L Phone Number +1(724)998-0938 * User Access Administrator »

@ Language English 2

® Eemail Notifications Critical >

f-} Mobile Notifications Critical >

Change Password

Site setting
* Administrator

By site
‘f,f Viewer

e Accout setting

e Create/remove/edit site

Invite/remove user
e Accout access control

Page 11 /12. Last update: 2022.June



UPS SYSTEMS

LYRA E-Connect UPS loT Application Quick Start soimmnee

About & Help

m

Use Guide

Scan this QR Cord to download APP
for Android.
APP vergion 1.1

Scan this QR Cord to download APP
for 105 .
APP version 1.1

e Share APP QR code
e Link to the APP quick start
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